2310SA set for 20 seconds
Triggered by momentary
switch.

24VVAC
Power
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2710SA set for 60 seconds
Triggered by 24VAC relay,
blocks retriggering for 60
seconds after 20 second timer
ends.
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24VAC relay, one contact set
triggers second timer, use
open contacts for load
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